ARAPEITFETT

Turbirie Shaft

Challenge

EtaPRO® Predictor™ AutoDiagnosis™ triggered while RESULTS
passing through critical speed; vibration within normal

limits after start-up. Avoided potential fire

41 BT W | and out-of-warranty
Detalls issues.

Inspection revealed improper coupling installation
resulting in oil leak with coking increasing shatft profile.
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